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ADDITIVE ALTERNATE # 3

O\ NEW AIR CONDITIONING PARTIAL FLOOR PLAN

v SCALE: 1/4"= 1-0"
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\__/ SCALE: 1= 10"

AHU-2(E)
5,048 CFM
/
4
COIL PULL
22'x12" \— EXISTING
R.A. DUCT SECONDARY
DRAIN PAN
EXISTINI
EXISTING OPEN
RECEPTION OFFICE AF
-L 12 -L 11

ADDITIVE ALTERNATE # 3
N\ SECTION THROUGH BUILDING

U SCALE: 1/4= 1-0"

30"14'(E)

EXISTING
UPEN
UFFICE AREA

KEY PLAN:

NOTES

CONNECT NEW 16"[1 SUPPLY DUCT TO EXISTING 36"x20"
SUPPLY DUCT. CONTRACTOR TO VERIFY SIZE AND

CONNECT NEW 22"x14" R.A. DUCT TO EXISTING MIXING BOX.
CONTRACTOR TO VERIFY SIZE AND LOCATION.

EXISTING 14"x14" NECK LAY-IN R.A R, 485 CFM.

R.AR. GRILLE, 1,180 CFM.

ADJUST CEILING DIFFUSERS TO NEW CEILING HEIGHT

CONNECT NEW 16" S.A. DUCT TO EXISTING 16"[] S.A. DUCT.
CONTRACTOR TO VERIFY SIZE AND LOCATION.

CO2 ROOM SENSOR MOUNTED +48" A.F.F.
EXISTING 18"x18" R.A. GRILLE TO REMAIN.
EXISTING 10"x8" S.A. GRILLE AND ASSOCIATED FLEXDUCT TO
EXISTING CEILING AIR TERMINAL AND ASSOCIATED
CONTROLS TO REMAIN.

EXISTING 9"x9" S.A. DUCT TO REMAIN.

EXISTING 8"I1 FLEXDUCT TO REMAIN.

(1> LINE OF SOFFIT.
@

LOCATION.
€D
)
B3> 24"x20"
&>
)
P

REMAIN.
an
a»
as

EXISTING 24"x12" R.A. DUCT TO REMAIN.
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RADIUS ELBOW

RADIUS=WIDTH
MIN.

SQUARE ELBOW

NOTE:

TRAILING EDGE MUST PARALLEL DUCT
WALL. ADJUST RAILS IF DUCT WIDTH
TRANSITIONS.

1-1/2"

4 1-1/2" MAX.

{

THIS IS AN ASHRAE TYPE 3 VANE
AVAILABLE FROM BARBER-COLEMAN

OR SHOP FAB. WITH RAILS FROM
"EAST COAST METAL DISTRIBUTORS"
OR EQUAL.

N\TYPICAL DUCT ELBOW

W NTS

F1 MAX.

NOTE: 1. CONNECT FLEX DUCT TO SPIN-IN
DUCT CONNECTOR WITH NYLON TIE STRAP.

2 \TYPICAL DUCT CONNECTION

W NTS

<4 - a <
¢ 4 g 2 a4z < <7A 4 4 P
# < « ', . _ CONC.CEILING : ot
74 L B . 4 s . 7, 4. | .
a < 4
i 4 <7A4 | < l < “ 4.4
—_— e = — —— =

1/4" S.S. TAPCON
SCREW, 1-3/4" EMBED

KEEP MINIMUM —

BEND S.S. STRAP
AROUND DUCT

1/4" S.S. THREADED
ROD

1
[

UNISTRUT

DUCT

~

= =
T

SECURE 316L S.S. STRAP
TO UNISTRUT SUPPORT ————

TYPE 316L S.S.

TYPE 316L S.S. NUTS,

o — — — — — = — — x| BOLTS, AND WASHERS

TYPE 316L S.S. UNISTRUT

DUCT SUPPORT

NOTE: INSTALL PER SMACNA GUIDLINES

RECT DUCT SUPPORT

(s \DETAIL - CONC.

\ 1.8 / NTS

<

“4
A4
g4

1/4"S.S. TAPCON
SCREW, 1 EMBED

— TYPE 316L S.S. UNISTRUT

KEEP MINIMUM =

2"W X'20 GA.

S.S. SHEET METAL — 1|" THK

STRAP INSULATION
DUCT

TYPE 316L S.S. UNISTRUT

NOTE: INSTALL PER SMACNA GUIDLINES DUCT SUPPORT

ROUND DUCT SUPPORT

+ \ DETAIL - CONC.
\M:8 / "NTs
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24 PORT,
FIBER PANEL

WIRE MANAGER

48 PORT PATCH

(D #X8 SHEETS OF 3/4” PLYWOOD ON WALL WITH AT LEAST TWO COATS OF FIRE

s 40" -
2-0"
\'
| A
/ Z
[—
J 80"
Y

RETARDANT PAINT.

(2> 300 PAR, 110 BLOCK WALL MOUNT.

TELECOMMUNICATION ROOM (TR)

/

| N
v

4 PAR _J

PATCH CORD—
&)

SWITCH/HUB

COPPER
PATCH PANEL

4 PAR—7
D
aED
)

=

4 PARR ]
PATCH CORD T
' SWITCH/HUB
COPPER 4 PAIR—
SERVER

—— EXISTING CABLING

EX. MAIN TELECOMM ROOM

/

TELECOMMUNICATION ROOM (TR)

/

4 PAR

PATCH CORD—|
S

SWITCH/HUB

COPPER
PATCH PANEL

4 PAR—
@

—EXISTING CABLE

EX. MAIN TELECOMM ROOM

NOT

J

SWITCH/HUB

COPPER 4 PAIR—

N

SERVER

TELECOMM BACKBOARD

N.T.S.

1
£1.2

TYPICAL DATA OUTLET WIRING

2

DIAGRAM

N.T.S. F1.2

TYPICAL VOICE SINGLE-LINE

3

(VOIP)

N.T.S. F1.2

>

2
&P

CABLE AND TERMINATION BY CONTRACTOR.
PROVIDED BY TELEPHONE SYSTEM VENDOR.
PROVIDED BY OWNER.

48 PORT PATCH
PANEL

HORIZONTAL
WIRE MANAGER

SHELF \

R [ CRe E
BRI DT GRohTy SR

BRI BRrhr Pheypy S

RREREY PR Tiygel o)

ERRRRY Doty Fhpben Hpppsy |
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— 48 PORT NETWORK
SWITCH
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O ®
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=5 ELECTRONICS —!
N
e ————— L
' | O || | O
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! : | |
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© o
MANAGER
NOTE:

\B”WIDE VERTICAL WRE \G"WIDE VERTICAL WIRE

MANAGER

CONTRACTOR TO FIELD VERIFY AMOUNT OF RACKS AND
PANELS REQUIRED. LAYOUT FOR CONCEPT PURPOSE ONLY.

TYPICAL DATA RACK

N.T.S.

PRE—-PRINTED
/ADHES\/E LABEL

S o]

4 PAIR CABLE DETAIL /5

SCALE:  NONE E1.2
B OUTLET LABEL

. WITH ID NUMBER
VOICE ICON q N BLANK

D D
8 POSITION q N DATA ICON
MODULAR JACKS
(TYP) (XX=1)

\r

3-PORT VOICE/DATA OUTLET
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VIDEO SERVICE

N

&—2" V. (C.0.)

EXISTING
VIDEO SERVICE
CABINET

>— #6 G.

— EXISTING CABLING

TELEPHONE SERVICE

~

— 4'T. (C.0.)

EXISTING
TELEPHONE SERVICE
CABINET

— #6 G.

>— EXISTING CABLING

NEW
VIDEO DISTRIBUTION
EQUIPMENT

— COMM. BACKBOARD

(#'x8'x3/4" THK.)
(WITH TERMITE AND
ROT TREATED PLYWOOD
BACKBOARD.)

TELEPHONE

-~ (3) NEW CAT 6
PATCH PANELS
24 PORTS

m

) )
¢

Vv

— PRE-WIRING TO

EACH OUTLET,
RG-6/U

PRE-WIRING TO

EACH OUTLET,
2—CABLE, 4 UTP,

#23 AWG., CAT 6——

PLENUM RATED

VIDEO OUTLET(S) AS
INDICATED. PROVIDE
COMPLETE WITH OUTLET
BOX AND COVER PLATE
WITH TYPE F CONNECTOR,
VERIFY LOCATION WITH

A/V DESIGNER
(TYP.)

CAT 6

1.

—— PRE-WIRING TO
EACH OUTLET,
1-CABLE, 4 UTP,

#23 AWG., CAT 6
PLENUM RATED

))
¢
) )
¢

\

r

DATA/TELEPHONE OUTLET(S)
AS INDICATED, (4”SQ. MINIMUM)
PROVIDE COMPLETE WITH
OUTLET BOX AND COVER
PLATE WITH THREE (3)—8 PIN
MODULAR CONNECTORS.

(TYP.)

ESTIMATED SERVICE POINTS REQUIRED: 30

ONE-LINE DIAGRAM -
1\ COMMUNICATIONS (LIQUOR COMM.)

EQUIPMENT
FBO

(1) 300 PR. 110 WIRING BLOCK
(TERMINATE, TEST AND LABEL
EACH CABLE.)

E2.1

SCALE: NOT TO SCALE

POWER/C

OMM.

BOARD VAV-1

~———10 DEVICES AT 6 VA/DEVICE

120 / 240VAC @
75 VA
TRANSFORMER (T-1)

2\ VAV DAMPER WIRING DETAIL (LIQUOR COMM.)

NOTES

1. DO NOT GROUND THE 24V TRANSFORMER THAT IS TO BE USED
WITH THE POWER/COMM. BOARDS. GROUNDING OF THE TRANSFORMER
WILL DAMAGE THE POWER/COMM. BOARD AND ALL BOARDS CONNECTED
TO IT. NO EXCEPTIONS. DO NOT CONNECT ANY OTHER DEVICES
TO THE TRANSFORMER FOR THE POWER/COMM. BOARD.

2. TOTAL LENGTH OF ALL MODULAR CABLES USED ON EACH BRANCH (A TO B)
CANNOT EXCEED 240 FT.

E2.1 / SCALE: NOT TO SCALE

PANEL: LC VOLTAGE: 208 / 120 30 4W CIRCUIT CODE: blank or N: NON—CONTINUOUS
. BUS: 100A L: LONG—CONTINUOUS
DATE: 8/9/12 5:49 PM MAINS: L.O. LOCATION: LIQUOR CONTROL OFFICE R: DEMANDABLE RECEPTACLES
JOB: 4043-11-007 AIC RATING: 10,000 MOUNTING: FLUSH K: KITCHEN NO. OF EQUIPMENT: 0
o wl o | LOAD DESIGNATION C ONNETCTETD V A LOAD DESIGNATION | =
L by
<lglz |2 DESCRIPTION (NOTE)|M | R | L | A 7B gc |A|B|C| @A 7B @C | L|R|M[(NOTE) DESCRIPTION = |2|19|%
1| R |20 | 1 |RECEPTACLES CONF. TABLE 4 720 . 1260 7 RECEPTACLES 20 1|R|2
3|R |20 | 1 |RECEPTACLES CONF. TABLE 6 1080 . 900 5 RECEPTACLES 20 1|R |4
5 20 | 1 |REFRIGERATOR 1 180 900 5 RECEPTACLES 20 1|R|6
7 |R |20 | 1 |RECEPTACLES 8 1440 . 900 5 RECEPTACLES 20 1|R|8
9 |R |20 | 1 |RECEPTACLES 8 1440 . 240 2 U.C. LIGHTING 20 [ 1|L[10
11| R |20 | 1 |RECEPTACLES 8 1440 - SPARE 20 | 1 12
13 20 | 1 [MOTORIZED SCREEN 1 180 . 900 5 OFFICE RECEPTACLES 20 | 1|R |14
15 20 | 1 |PROJECTOR 1 300 . 1080 6 COPY AREA 20| 1|R |16
17 20 AHU-2 1 1320 1260 7 OFFICE #/ 20| 1| R [18
19 /’ —— 1320 . 720 4 OPEN OFFICE 20 | 1|R |20
21 3|-—— 1320 . 1215 26 OFFICE 1,2,3,4,5,6,7 LIGHTS 20 1]L |22
23 20 | 1 | TRANSFORMER T—-1 — VAV'S 1 60 1180 |35 CONFERENCE ROOM/LOBBY 20| 1| L (24
25 20 L |FC-21 1 70 . 1080 6 OPEN OFFICE 20| 1|R |26
27 2 |-— 70 . 900 5 FRONT COUNTER 20| 1|R |28
29| L | 20 | 1 |OPEN OFFICE & RECEPT LTS 22 1590 1260 7 RECEPTACLES 20 | 1 |R |30
31 20 | 1 |A/V RECEPTACLES 1 180 . 720 4 CONFERENCE ROOM 20| 1| R [32
33 20 | 1 |A/V RECEPTACLES 1 180 . 360 2 RECEPTION DESK 20 | 1| R |34
35 20 | 1 |A/V RECEPTACLES 1 180 1440 8 RECEPTACLES 20 1|R |36
37 20| 1TV 4 400 . 720 4 OPEN OFFICE 20| 1R |38
39 30 |HOT WATER HEATER 1 1500 . 1500 1 HOT WATER HEATER 30 40
41 2 |-— 1500 1500 — 2 42
PANEL NOTES: PHASE TOTALS| @A: 10610 gB: 12085 pC: 13810 TOTAL CONNECTED VA 36505
CONNECTED VA (CODE N) 11760
1. REPLACE EXISTING 60A MAIN BREAKER IN PANEL 202 IN EXISTING MECHANICAL ROOM WITH NEW CONNECTED VA (CODE L) 4295
100A/3P BREAKER TO PROTECT NEW PANEL 'LC’. CONNECTED VA (CODE R) 20520
CONNECTED VA (CODE K) 0
PANEL CONNECTED KVA 36.5
PANEL DEMAND KVA 32.3
PANEL DEMAND AMPS 89.7
HIGH @ AMPS w/ DEMAND 108.4

7 s\NEW PANEL "LC"
@ NOT TO SCALE
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UNIT APPROX. LENGTH OF
N NO LOCATION MOTOR VOLTAGE RUN CABLES MCOP CONDUIT DISCONNECT
© ROOM: 235 208/60/1 DRAWINGS #12 AWG THWN-2 Cu Gnd. HACR RATED 3/4 EMT MANUFACTURER, INSTALL A UL LISTED 600V RATED SWITCH
B EXISTING (el WITHIN 3' FROM THE MOTOR IN A NEMA 1 ENCLOSURE
OFFICE 1
EXISTING _ _ _ ” »
< LO2 OFFICE 2 / AU\ LIQUOR COMMISSION 208,/60/3 AS INDICATED ON 3-#12 AWG, Cu THWN-2 204/3 ) HEAVY DUTY, NEMA-1 ENCLOUSRE "SQUARE D" CAT. #H321N
LO3 \ 2/ DRAWINGS 1-#12 AWG Gnd. HACR RATED 3/4 EMT W/ DUAL ELEMENT TIME DELAY FUSE, 17.5 A RATED.
® b < ® \
/ A
\ Lc-7 \%
LC-14
AN / W
N ) N~
% Lc-38 O O
” \_/
N o e / EXISTING
KY), DFFLIDCZE 3
LC=20
> b% = _
N~
0 cd N
JOSE M)V (T~
( A __,,>
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OFFICE 4 \% JI—
LOS 1l
e <
Q\ YOI ©
Yo ¢
/
/
/ < Y
4 >N i SR
| R A g
\\ NE LC=26 rrlee AREA M
/} -
/ V330 cd < decd
/ JOSE ffrice
F b L06
[C-28

LC-17, 19, 21 \d")\//
AHU_ZN

~—— LC-25
STING VA (ﬂ\/{ﬂ{A
TRY IACCESS CONTROL \
NEW SECURTY o2 \ SHEET_NOTES:
TELE/DATA EXISTING —\
BKBD FILES & COPY AREA
L10

D PROVIDE (1) 3/4" C. WITH 6-#12 + 3—#13 GROUND.
PROVIDE SEPARATE NEUTRAL AND GROUND CONDUCTORS

YOIEE:
EXISTING e ]y JO !

; > FOR EACH DEVICE.
MECHANIGR \ 4 s
PANEL 202—=— ~A TG
HFEICE € @ LOCATE RECEPTACLE AND TELE/DATA OUTLET ABOVE AND
EXISTING il

BELOW COUNTER PER ARCHITECURAL PLANS. ROUTE CONDUIT
AND WIRE FOR FOR EACH DEVICE IN CABINETRY.

PANEL 402 —

@
= R

A\ 4 b PROVIDE WIREMOLD #30TP—2V OR EQUIVALENT POWER POLE
<M A FOR CONNECTION TO POWER AND DATA DEVICES AS SHOWN.
EXISTING \\H’\‘?:\ /ﬂ\H’“ VERIFY EXACT LOCATION WITH ARCHITECT PRIOR TO ROUGH-IN.
MEN ~ PROVIDE CEILING TRIM AND COMPLETE SYSTEM FOR INSTALLATION.
Le-5 —5= LG % PROVIDE HOMERUN TO EXISTING SILENT KNIGHT
oo A\ L08 L2597 \_@}Q gy FIRE ALARM SYSTEM IN BASEMENT MAIN ELECTRICAL
EXISTING ‘_\\, () e ROOM APPROXIMATELY 300’ FROM PROJECT AREA.
WOMEN ';"%\ VERIFY EXACT DISTANCE AND LOCATION IN FIELD
#10 \\ A PRIOR TO ROUGH—IN.
LC-39, 41*——-\_®\
30/2°7 \ﬁ ¥
N\~
/@\30 cd =
TOILET oS :
PO ) @\30 cd LIGENSED /2\ 8/09/12 QSEEI}IDUM NO.2: REVISED ENTIRE
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JOX | ENGINEER
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GREICE ] GFEICE 3 LUMINAIRE SCHEDULE
LO2 LO3
(‘i ? P TYPE | SYMBOL FIX;L(JRE MOUNTING || 5y s) ﬁEgFHLQThiIJF%SE VA DESCRIPTION MANUFACTURE | PART #
O ©g 2O\ .
HUDNUT LOCATE AS INDICATED ON THE DRAWINGS. UL—LISTED, ELECTRONIC BALLAST SOUND RATED A, LUMINAIRE IS HOLOPHANE | HT24—G—d—39-A12125—
(A ® 19 | RECESSED| TL48 4 75 | SUITABLE FOR DAMP LOCATIONS, THHN WIRE USED THROUGHOUT. REMOVE THE BALLAST BEFORE INSTALLING THE | OR APPROVED| MVOLT—GEB10IS—(EL14)
————L& | ) /\7@/ 3500K LED LAMPS. FIXTURES WITH "EM’ DESIGNATION PROVIDE EL14 EMERGENCY BATTERY PACK. EQUAL
% i HUDNUT LOCATE AS INDICATED ON THE DRAWINGS. UL—LISTED, ELECTRONIC BALLAST SOUND RATED A, LUMINAIRE IS HOLOPHANE | HT24—G—3—39—A12125—
6 35 | RECESSED| TL48 3 55 | SUITABLE FOR DAMP LOCATIONS, THHN WIRE USED THROUGHOUT. REMOVE THE BALLAST BEFORE INSTALLING THE | OR APPROVED| MVOLT—GEB10IS—(EL14)
3500K LED LAMPS. FIXTURES WITH "EM’ DESIGNATION PROVIDE EL14 EMERGENCY BATTERY PACK. EQUAL
i i HUDNUT LOCATE AS INDICATED ON THE DRAWINGS. UL—LISTED, ELECTRONIC BALLAST SOUND RATED A, LUMINAIRE IS HOLOPHANE | HT24—F—2-37-A12125—
{C) 1| RECESSED| TL48 2 40 | SUITABLE FOR DAMP LOCATIONS, THHN WIRE USED THROUGHOUT. REMOVE THE BALLAST BEFORE INSTALLING THE | OR APPROVED| MVOLT—GEB10IS—(EL14)
3500K LED LAMPS. FIXTURES WITH "EM’ DESIGNATION PROVIDE EL14 EMERGENCY BATTERY PACK. EQUAL
|~
MAGELLAN EC SERIES LED EXIT, STANDARD SUSTAINED EMERGENCY BATTERY OPERATION FOR 90 MINUTES. HOLOPHANE
EM (D) KO 2| WALL LED N/A 5 DUAL INDICATOR ON FACE OF UNIT SIGNIFYING AC UTILITY PRESENCE AND CHARGE STATUS. ORDERED W/ OR APPROVED | -
— ﬁ{ EXISTING 13°W X 8'H X 2.5"DP. MAXIMUM MOUNTING HEIGHT EQUAL
LO4
, PRESCOLITE
©® O 1| CELNG | CFL 1 15 | 9" ROUND, 13 WATT CFL OR APPROVED | 9424-13
) TWIN TUBE EQUAL
4/\4/’\
}@ LOCATE UNDER CABINET. UL—LISTED, INSTANT START ELECTRONIC BALLAST. PROVIDE (4) 3’ FIXTURES. LITHONIA
(Fy |———— 4 | Surrace| 13w 2 30 OR APPROVED | UCHZE120LPWW
15 EQUAL
OFFICE AREA — HUDNUT LOCATE AS INDICATED ON THE DRAWINGS. UL—LISTED, ELECTRONIC BALLAST SOUND RATED A, LUMINAIRE IS THONIA DAW—9—37 —MVOLT—GEB1 OIS
=T O 8 | surract| TL48 9 40 | SUITABLE FOR DAMP LOCATIONS, THHN WIRE USED THROUGHOUT. REMOVE THE BALLAST BEFORE INSTALLING THE | OR APPROVED
g/—ﬁ e 3500K LED LAMPS. FIXTURES WITH 'EM’ DESIGNATION PROVIDE EL14 EMERGENCY BATTERY PACK. EQUAL
LOS
you g | INCL. W/ LOCATE AS INDICATED ON THE DRAWINGS. DL_0—5-19—3—4—0—\F
Le-22 — (H) O 8 |recessep| FIXTURE N/A 15 | 8" ROUND, DROP CEILING MOUNT, 3500K COLOR WITH MIN. 75 CRI LED DOWNLIGHT FIXTURE 5§L%pROVED
3500K WIDE CURVED WHITE TRIM EQUAL
EXISYING
RECEFTION
Lpe
®e) R N
}k:l\EM }k:> LO6
A
3/

NEW
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(B)(1YP.)

\@//\

EXISTING
FILES & COPY AREA

L10

¢ |4
o

EXISTI

NG

OFFICE ©&
LO7
EXISTING
BREAKROOM
| LO8
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ADDENDUM NO.2: REVISED ENTIRE
TE%E%T LICENSED /2\ 8709712 |ShEET
— DFEI%E 7 Exp. 04/30/14 A 7/20/12 ADDENDUM #1 — DCAB COMMENTS CJL
EM (A No. 14689-E REVISION: DATE: DESCRIPTION: MADE BY: | APPROVED:
M T
i COUNTY OF HAWAI'I
DEPT. OF PUBLIC WORKS — BUILDING DIVISION
THIS WORK WAS PREPARED BY
@ EXISTING ME OR UNDER MY SUPERVISION, CORPORATION COUNSEL / LIQUOR CONTROL OFFICE
® VESTIBULE EM CONSTRUCTION OF THIS PROJECT HAZARDOUS MATERIAL MITIGATION AND IMPROVEMENTS
FLEC (A 000 WILL BE UNDER MY OBSERVATION. PHASE II, RESTORATION

CLOSE

BE JOB NO. B-—4087A

HILO LAGOON CENTER

b _,@2@ 101 Aupuni Street, Unit 230 & Suite 325
SIGNATURE T.M.K.: 2-2-014: 010
HILO, HAWAI'I
EXISTING ELECTRICAL / \ LIGHTING FLOOR PLAN NEW WORK
PANELS, PROTECT IN PLACE ‘ —— oL
, , REVIEWED BY: T oL
[" ngineering CHECKEDBY:  CJL
Partners, |nc DATE: MAY 12
\N/ \N/ ’ . SHEET NO:
m LIGHTING FLOOR PLAN - NE ORK Frogrcssivc5(7/111&[(),15 BUILDING DIVISION CHIEF DATE E2 3
DEPT. OF PUBLIC WORKS
@ SCALE: 3/ 16'= 1"-0" HLo: HANAI 56720 COUNTY OF HAWAT'I .
PHONE: (808) 933-7900
EMAIL: contact@epihawaii.com SHT ........ OF wovvnene. SHTS




\ CC-37, 39, #1

(rp) 4

=T Wy

S
V)20 cd
N\

/
CC-3 IN}ERLOCK
W/ LIGHT—

(&)

\__REPAIR
FCU CONDUIT

(T/P.)

1\ PARTIAL POWER FLOOR PLAN - NEW WORK
\E35 / ScALE: 1/4'= 1'-0"

SECURITY

ACCES$ TOMIROL

2—-DEDICATED - 120 VOLTS, 20 AMPS STANDARD 3-PRONG - DUPLEX OUTLET

2-DEDICATED - 120 VOLTS, 30 AMPS R TWIST LOCKING RECEPTACLE — 15" FROM FLOOR

3/4 - 2 #10 + 1 #10 GND.

3/4" X 4W X 6'H PLYWOOD, VERTICAL MOUNT
66 BLOCK TELEPHONE D—-MARK ON BACKBOARD

PROVIDE 24"x36"x72"H DATA RACK W/19" RAILS

INSET

SCALE: 1/2"= 1'-0

SHEET NOTES:

I> PROVIDE 2—#12 + 1-#12 GROUND AT EACH OUTLET.
DO NOT USE COMMON GROUND OR NEUTRAL.

EXTEND EXISTING PHONE AND TV BOX SO

I> PROVIDE HONEYWELL #NX1MPS ACCESS CONTROL
SYSTEM. PROVIDE CONTROL POINT AT RECEPTION.

MOUNT CONTROL BOARD IN IT AREA. SEE INSET

FOR APPROXIMATE LOCATION.

SO IT CAN MOUNT FLUSH ON THE NEW WALL.

REPLACE EXISTING COVER PLATE WITH NEW BLANK COVER PLATE I>

TO MATCH NEW COVER PLATE.

CARD READER.

PROVIDE HONEYWELL #NXD1 ACCESS CONTROL

MOVE JUNCTION BOX TO NEW LOCATION SHOWN ON DRAWING. I> PROVIDE HONEYWELL #HD40 SECURITY CAMERA
WITH #HREP4D500 RECORDER. MOUNT RECORDER
IN IT AREA. SEE INSET FOR APPROXIMATE LOCATION.

JUNCTION BOX TO BE RECESSED IN WALL.
TYPICAL FOR ALL A.C. JUNCTION BOXES.

I> PROVIDE HOMERUN TO EXISTING SILENT KNIGHT
FIRE ALARM SYSTEM IN BASEMENT MAIN ELECTRICAL
ROOM APPROXIMATELY 300" FROM PROJECT AREA.
VERIFY EXACT DISTANCE AND LOCATION IN FIELD

PRIOR TO ROUGH—IN.

LICENSED
PROFESSIONAL
ENGINEER
Exp. 04/30/14
No. 14689-E

THIS WORK WAS PREPARED BY
ME OR UNDER MY SUPERVISION,
CONSTRUCTION OF THIS PROJECT
WILL BE UNDER MY OBSERVATION.

SIGNATURE

\

Enginecring

Fartners, ]nc.
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PHASE II, RESTORATION
JOB NO. B-4087A
HILO LAGOON CENTER

101 Aupuni Street, Unit 230 & Suite
T.M.K.: 2-2-014: 010
HILO, HAWAI'I

325

PARTIAL POWER FLOOR PLAN — NEW WORK

DESIGNED BY: CJL

REVIEWED BY:
DRAWN BY: CJL
CHECKED BY: CJL
DATE: MAY "12
— SHEET NO:
CEb R Pl hons E3.5

COUNTY OF HAWATI'I




AN\ ADDITIVE ALTERNATE #3: EXISTING LIQUOR CONTROL DEPT ELECTRICAL DEMOLITION PLAN

NOTES

(1> DEMO ALL EXISTING LIGHTING, POWER, TELE/DATA,
ETC. DEVICES IN THIS AREA. RETURN LIGHTING
FIXTURES TO OWNER FOR REUSE.

ENGINEER

Exp. 04/30/14
No. 14689-E

THIS WORK WAS PREPARED BY
ME OR UNDER MY SUPERVISION,
CONSTRUCTION OF THIS PROJECT
WILL BE UNDER MY OBSERVATION.

(bt fir

\_"_/ SCALE: 1/4'= 10"
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\
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ADDITIVE ALT 3/ EXISTING LIQUOR CONTROL DEPARTMENT ELECTRICAL
DEMOLITION PLAN

DESIGNED BY: AM
REVIEWED BY:

DRAWN BY: MS

CHECKED BY: AM

DATE: AUG, 12

SHEET NO:

BUILDING DIVISION CHIEF DATE
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ADDITIVE ALTERNATE #3: EXISTING LIQUOR CONTROL
A\ DEPT ELECTRICAL POWER PLAN
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ADDITIVE ALTERNATE #3: EXISTING LIQUOR CONTROL
/A \DEPT ELECTRICAL LIGHTING PLAN

NOTES

1> ROUTE CABLING FOR FLOOR BOXES UTILIZING TYPE
'MC” CABLE FROM J—BOX IN CEILING THRU RAISED
FLOOR SYSTEM. HOMERUN J—BOX TO PANEL CIRCUITS

AS SHOWN.

(2> DEVICES MOUNT IN AV TABLE AND FLOOR BOX. REFER
TO AV DRAWINGS FOR ADDITIONAL DETAILS.

(3> PROVIDE CEILING MOUNTED RECEPTACLE AND DATA

OUTLET FOR FUTURE PROJECTOR. VERIFY ALL
REQUIREMENTS WITH OWNER FURNISHED EQUIPMENT
PRIOR TO ROUGH-—IN.

THIS WORK WAS PREPARED BY
ME OR UNDER MY SUPERVISION,
CONSTRUCTION OF THIS PROJECT
WILL BE UNDER MY OBSERVATION.

(bt fir

\_"_/ SCALE: 3/16'= 1'~("

\_"_/ SCALE: 3/16'= 1'=("

SIGNATURE

\

Enginecring

Fartners, ]nc.

Frogrcssr’vc 5()/111&/():15
455 E.LANIKAULA STREET
HILO, HAWAII, 96720

PHONE: (808) 933-7900

EMAIL: contact@epihawaii.com
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AV _SYSTEM LEGEND

CORPORATION COUNSEL AV EQUIPMENT RACK. ELECTRICAL TO PROVIDE (3)
20A, 120VAC DEDICATED CIRCUITS, SINGLE PHASE WITH INDEPENDENT
GROUNDS TO EACH RACK. TERMINATE CIRCUITS INTO ISOLATED GROUND
DUPLEX OUTLETS INSIDE EQUIPMENT RACK. IT CONTRACTOR TO PROVIDE

MINIMUM (1) DATA/LAN PORT IN RACK.

LIQUOR CONTROL CREDENZA STYLE EQUIPMENT RACK. ELECTRICAL TO
PROVIDE (3) 20A, 120VAC DEDICATED CIRCUITS, SINGLE PHASE WITH
INDEPENDANT GROUNDS. TERMINATE CIRCUITS INTO ISOLATED GROUND,
DUPLEX OUTLETS IN WALL BEHIND RACK. [T CONTRACTOR TO PROVIDE MIN

(2) DATA/LAN PORTS.

MOTORIZED PROJECTION SCREEN, FLUSH MOUNT IN CEILING. ELECTRICAL TO
PROVIDE 120VAC POWER TO PROJECTION SCREEN MOTOR.

VIDEO PROJECTOR, SURFACE MOUNT J-BOX AT UNDERSIDE OF STRUCTURE
ABOVE VIDEO PROJECTOR, 2—GANG RACO #691 OR EQUAL. ELECTRICAL TO
PROVIDE DUPLEX OUTLET NEXT TO J-=BOX. IT CONTRACTOR TO INSTALL
DATA PORT NEXT TO J-BOX.

55" LCD MONITOR. ELECTRICAL CONTRACTOR TO INSTALL RECESSED BACK
BOX PROVIDED BY AV CONTRACTOR. COORDINATE EXACT BACK BOX
LOCATION WITH AV CONTRACTOR. ELECTRICAL CONTRACTOR TO PROVIDE
DUPLEX NEXT TO RECESSED BACK BOX.

80" LCD MONITOR. ELECTRICAL CONTRACTOR TO INSTALL (2) RECESSED
BACK BOXES PROVIDED BY AV CONTRACTOR. COORDINATE EXACT BACK BOX
LOCATION WITH AV CONTRACTOR. ELECTRICAL CONTRACTOR TO PROVIDE
DUPLEX NEXT TO RECESSED BACK BOX. REFER TO LCD MOUNTING DETAIL
ON DRAWING AV 4.3 FOR MORE INFORMATION.

AV JUNCTION BOX, 3—GANG J—BOX, RACO #692 OR EQUAL. FLUSH MOUNT

IN WALL 16" AFF, COORDINATE EXACT LOCATION WITH ARCHITECT PRIOR TO
INSTALLATION.  ELECTRICAL TO PROVIDE 120VAC DUPLEX OUTLET NEXT TO
J—BOX. IT CONTRACTOR TO INSTALL DATA PORT NEXT TO J—BOX.

COUNSEL TABLE TOP CABLE BOX. COORDINATE EXACT LOCATION WITH
ARCHITECT.

ALS ANTENNA, 1—-GANG BOX. FLUSH 16" BELOW FINISHED CEILING.

AV CONTROL TOUCHPANEL WALL—MOUNTED DOCKING STATION.  ELECTRICAL
CONTRACTOR TO INSTALL BACKBOX PROVIDED BY AV CONTRACTOR. FLUSH

MOUNT IN WALL 54" AFF.

CORPORATION COUNSEL FRONT WALL VIDEO CAMERA. 2—GANG J—BOX, RACO

#691 OR EQUAL. FLUSH MOUNT J-BOX IN WALL BEHIND CAMERA. SURFACE
MOUNT CAMERA DIRECTLY ABOVE LCD MONITORS AT THE FRONT WALL.

CORPORATION COUNSEL BACK WALL VIDEO CAMERA. ELECTRICAL
CONTRACTOR TO INSTALL CUSTOM SEMI-RECESSED BACK BOX PROVIDED BY
AV CONTRACTOR. MOUNT BOX 1" BELOW CEILING TO THE TOP OF BACK
BOX.

LIQUOR CONTROL VIDEO CAMERA. ELECTRICAL CONTRACTOR TO INSTALL
CUSTOM SEMI=RECESSED BACK BOX PROVIDED BY AV CONTRACTOR. MOUNT

BOX 80" TO BOTTOM OF CAMERA.

CEILING=MOUNTED DOCUMENT CAMERA. MOUNT CAMERA IN ACT GRID

CEILING. COORDINATE EXACT LOCATION WITH ARCHITECT AND FURNITURE
INSTALLER. ELECTRICAL TO MOUNT 2—GANG J—BOX ON UNDERSIDE OF
STRUCTURE ABOVE DOCUMENT CAMERA FOR ROUTING AV CONNECTIONS.

CORPORATION COUNSEL FLOOR—MOUNT RACEWAY BOX. ELECTRICAL TO
PROVIDE POWER TO PRE-WIRED RACEWAY. [T CONTRACTOR TO PROVIDE
DATA PORT.

CEILING LOUDSPEAKER, FLUSH—MOUNT IN ACT GRID CEILING.

AV SYSTEM - LEGEND

SCALE:

NOT TO SCALE

Y

FLAG NOTES

TO CORPORATION COUNSEL AV EQUIPMENT RACKS (E)

TO LIQUOR CONTROL AV EQUIPMENT RACK ( >< )

GENERAL NOTES

1.

2.

ALL CONDUIT IS 3/4” EMT UNLESS NOTED OTHERWISE.

ALL CONDUIT SHALL BE METALLIC TYPE ONLY, NO PVC SHALL BE USED. CONDUIT IN SLAB MUST BE PVC
COATED METALLIC TYPE OR APPROVED EQUIVALENT.

LOCATIONS OF WALL—MOUNTED EQUIPMENT RACKS AND JUNCTION BOXES ARE TO CENTERLINE OF DEVICE
UNLESS NOTED OTHERWISE. EQUIPMENT LOCATIONS SHALL BE COORDINATED WITH THE ELECTRICAL
CONTRACTOR PRIOR TO INSTALLATION.

ALL ELECTRICAL/JUNCTION BOXES PROVIDED AND INSTALLED BY ELECTRICAL CONTRACTOR UNLESS NOTED
OTHERWISE.

LOUDSPEAKER LEVEL CABLE IS NOT TO BE BUNDLED WITH LINE/MICROPHONE LEVEL AUDIO CABLE,
NETWORK CABLE, OR VIDEO CABLE.

STANDARD VOLTAGE LINES SHALL NOT BE PARALLEL TO AV SYSTEMS CABLE WHEN WITHIN 4.

ELECTRICAL CONTRACTOR TO COORDINATE ALL NEW CONDUIT RUNS WITH AV CONTRACTOR SUCH THAT
CONDUIT IS THE MOST DIRECT AS POSSIBLE AND NO SIGNAL PATH IS BEYOND THE OPERATING LIMITS FOR
ANY SIGNAL.  ALL COORDINATION TO BE DOCUMENTED, DATED, AND SIGNED OFF BY BOTH AV AND
ELECTRICAL CONTRACTORS.

CONDUIT BENDS SHALL NOT EXCEED 180" BETWEEN PULL BOXES.

LICENSED
PROFESSIONAL
ENGINEER
04/30/14
No. 7198—-E

D. L. ADAMS ASSOCIATES, LTD.
~ 970 N. KALAHEO AVE, A-311 ~
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AV SYSTEM LEGEND
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EXISTING LIQUOR CONTROL DEPARTMENT / RESTORATION / PARTIAL AV FLOOR PLAN
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012 4

SCALE: 1/4"=1-0"
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SCALE IN FEET
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No. 7198—F REVISION: DATE: DESCRIPTION: MADE BY: | APPROVED:
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a0 COUNTY OF HAWAII
d DEPT. OF PUBLIC WORKS — BUILDING DIVISION
CORPORATION COUNSEL / LIQUOR CONTROL OFFICE
THIS WORK WAS PREPARED BY ME OR UNDER MY HAZARDOUS MATERIAL MITIGATION AND IMPROVEMENTS
PROJECT WILL BE UNDER MY OBSERVATION, PHASE TI, RESTORATION
OBSERVATION AS DETAILED IN CHAPTER 16-115 OF JOB NO. B—4087A
CONMERGE AND CONSUNER ARFAIRS. ENTITLED HILO LAGOON CENTER
BURVEYORS, AND LANDSOAPED ARCHITEC 101 Aupuni Street, Unit 230 & Suite 325

EXISTING CORPORATION COUNSEL / RESTORATION / PARTIAL AV FLOORPLAN °J 2 ¢ ——
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> REVIEWED BY: SR
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AV MATRIX SWITCHER
CAMERA FEED FROM 5, 36:8DI_[~e—rer LCD MONITOR
CAMERA SWITCHER { scaLer | VIDEO neut | outpur DM
CONTENT FEED FROM AV MATRIX SWITCHER >—2Y  CONFERENCE ~ [\/IDEO CONTENT FEED oV 1 1 UL DIGITAL MEDIA 7o o) ®
CODEC VIDEO CAMERA FEED Vi ) RECEIVER/SCALER
FROM AUDIO DSP >————24RI0 LrRAUDIO 2 DIEC (MOUNTED BEHIND DISPLAY)
Rs232 > 3 DM 8G
LCD MONITOR
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